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GENERAL NOTES:

1. ALL LOCATIONS ARE APPROXIMATE UNLESS SPECIFIED.
LOCATIONS ARE TO BE DETERMINED AT TIME OF INSTALLATION.

2. REFRIGERATION PIPING MAY BE RE-USED IF POSSIBLE AS
DETERMINED BY FAA REPRESENTATIVE.

3. RETAIN SMOKE DETECTORS FOR RE-USE.

ACTUAL

REV LTR DATE

DESCRIPTION

TSSC

CHECKED

APPROVED

DEPARTMENT OF TRANSFPORTATION

FEDERAL AVIATION ADMINISTRATION
WESTERN PACIFIC REGION- LOS ANGELES, CALIFORNIA

MT.

SANTA ROSA,

ARSR -4

HVAC REPLACEMENT DEMO

GUAM

REVIEVED BY

453.24

SUBMITTED BY

APPROVED BY

454

PROJECT ENGINEER, AJW-W15D

AJW-W15D

MGR: INFASTRUCTURE SUPPORT GROUP -

SEATTLE

460

DESIGNED BY J S ISSUED BY

AFS

DRAWN BY
JS

SFO

CHECKED BY R I_

DATE

11/02/11

REV LTR

DRAWING NO.

JS_QLRARSRHVAC - DEMO




